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LABORATORY ANALYSIS REPORT Sl
Repart No WBR21-03804 Sampla Na wBS21-02710
Request No WBQ21-00800 Date Of Analysis From: 02-Mar-2021 To: 09-Mar-2021
CLIENT INFORMATION
Cliant INFRACARE MAINTAINANCE AND CLEANING SERVICES LLC
Contractor Water Bird Chemical & Blologieal Laboratory
Address & Location P.C Box: 27489, Street 16A, Al Qouz City: Dubai Country: United Arab Emirates
Contact Detalls 'r‘\c}tar:hh:rr‘.iro‘zlsellal& E:‘I:ra;z::e;h 043417100 Fax: 043403800 Mobile: 0565019657 Emall:
Project GEMS OQur Own Indlan Sehool (O18), Dubai
SAMPLE INFORMATION
Sample Polnt Raof Top Tank No.05
Sample Description Potable Water Sample By WBCBL Rep.
Sample Source DEWA Sampling Date & Time 02-Mar-2021 15:45
Sample Identification 5C No,17244/04 Submitted By WBCBL Rap.
Sampling Procedure APHA 1060 B Recealving Date & Time 02-Mar-2021 18:40
Transported in lce Box and Observed
Sample Contalnar/Volume |Pet Botlle/ 1 L Onslte Treatment/ Preservation m:;::'sle & Odor of the sample |s
Sample Collectlon Temp, |28.8°C Sample Recelpt Temp. 4.2°C
Sampling Apparatus Pt Bottle Tested By VS/SC
Test Mathod 1.) Standard Method for the Examination of Water and Wastewater, APHA/AWWA/WEF, 23rd Edition,
2.) HACH Spectromatry.
a_mlcal Analysls_ l_ies_ult —
TEST UNIT METHOD MDL UM Range RESULTS|GUIDELINE
Colour - Apparent Pt/Co APHA 2120 C 5,0 NA <5.0 aem
pH @ 25°C - APHA 4500 H*B | 0.01 -14.00 7.645-7.815 7.73 6.50 - 8.00
Electrical Conduclivity @25'C uSlem APHA 2510 B 10 421.415 - 468,585 445 —_
Total Suspended Solids @ 103 - 105'C (TSS) mg/L APHA 2540 D 7.0 NA <7.0 -
Tolal Dissolved Solids @ 180°C (TDS) malL APHA 2540 C 8.0 246.828-289.172| 268 | 100-1000
Ammonia (NH,) mgiL HACH 8155 0.10 NA <0,10 =
Chlorine Dloxlde ma/L HACH 10126 0.20 NA <0,20 —
Chilorine Free - LR mg/L | APHA 4500 CIG 0.10 NA Q.10 <50
Iron Total mg/l. | APHA 3500 Fe B 0,20 NA <0,20 —
Nitrite (NO.) - LR ma/L. | APHA 4500 NO,™ B 0.01 NA <0.01 <3.0
Turbldity NTU ARPHA 2130 B 3.0 NA <3.0 —
Aluminium (Al mg/L APHA 31208 0.008 NA <0,008 —
Bromate (BrO,") # myiL. APHA 4110 0.005 NA <0005 | =Q.010

Remarks: All of the tested result are within the acceptable limit of the specification when the measurement uncertainty with 95% of
confldence is taken Into account,
UAE.S G50 149,2014-E Unboltlad Drinking Walar.
# This test is Subcontracted Y

;U ¢
The reported axpanded uncertainty/ uncertainty range 15,!1’5;5& jntslarid\}u certainty multipliad by a coverage factor k=2, providing 8 level of
confidence of approximately 96%. The uncertalnly ev iua has been caTmé\i in accordance with International practica and reporied in the
sama unlt of results. i

Verifled By: s e Aok Approved By:
Dallya MJ /L 00 Praveen R.Nalr
(Technlcal M (garl AR %}ﬂ {Laboratory Manager)
Form No wecaunpns r— WA Ug&.urn A + sl e I.?.s:ue No & Date  01; 10/12/2018
Water Bird Chemical & Blologlcal Laboratory Revision No & Date  0314/06/2020
Page 1 of 2 Tal; +971 4 3881201 | Fax : +971 4 3881202

P.0.Box- 27126, Al Quoz Ind. Area No. 4, Street No. 16 D, Warehouse No. 4, Dubai, UAE
E-mail : info@waterbirdlab.com | Website : www.waterbirdlab.com
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LABORATORY ANALYSIS REPORT Aeas

Report No VWBR21-03904 Sample No WBS521-02710
Request No WBQ21-00800 Date Of Analysis From: 02-Mar-2021 To: 08-Mar-2021

Test Method Varlation: Nana
APHA-American Public Health Association , WBCBL- Water Bird Chemlcal & Blologlcal Laboratary , MDL: Method Detection Limit , UM: Uncertainty

Measurement , NA: Not Applicabla

Vorlfied By: ,a,,;);:\f\' el o |'4—':: e Approved By:
,." S '_“‘--.‘_' L T
Dallya M.J A N Praveen R.Nair
{Technical Manager) ‘.'/‘; T \\‘i_ (Laboratory Managar)
- A \ 9% '
— b= ‘\ L..--a)“ \\f

oerﬁEf) a8t gd )g,dr

"Er:u:i Hﬁ.@eﬁ'd T )

. Jf"lf‘q”r;\\?.\(’h 2

Note: Test results relate only to the samples tested. {

N\

J.,;»i‘-'r"‘” Haka )
2 i 3 La\ilt'br;?| CiSb glresh
P.C. Box : 26845
. Dubai - UAE. * GEMS Qur Own Indian School

P O.Box: 26845

W »
s 2 PRewies scroous ™ \xda

{&.ngiOWN |ND\&NE3@ Dubai - UAE
ILIATION NO_®
Farm No WBCBL/RP/13 dunglpanll g dyglagil Jedatll olall jills s : l?s.ue :o : ga:e 0;3:222:23;2
Water Bird Chemical & Biological Laboratory Sy g !
Page 20(2 Tel: +971 4 3881201 | Fax : +971 4 3881202

P.O.Box- 27126, Al Quoz Ind. Area No. 4, Street Na. 16 D, Warehouse Na. 4, Dubai, UAE
E-mail : info@walerbirdlab.com | Website : www.waterbirdlab.com
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Reporting Dale: 10-Mar-2021
LABORATORY ANALYSIS REPORT

Report No WBR21-03805 Sample No WBS21-02711

_Request No wWBQ21-00800 Date Of Analysis From: 02-Mar-2021 To: 09-Mar-2021

CLIENT INFORMATION

Client INFRACARE MAINTAINANCE AND CLEANING SERVICES LLC

Contractor Water Bird Chemical & Biological Laboratory

Address & Location P.O Box: 27499, Sireat 15A, Al Qouz City: Dubai Country: United Arab Emirates

Altn: Mr.Roashan Khaleal Tal: 043417100 Fax: 043403800 Mabile: 0565019657 Email:
roashan.khaleel@infracars.ae

GEMS Our Own Indian Schoaol (O1S), Dubal

Contact Details

Projact
SAMPLE INFORMATION

Sample Polnt Roof Top Tank Na.06
Sample Dascription Potable Water Sample By WBCBL Rep.
Sample Source DEWA Sampling Date & Time 02-Mar-2021 15:55
Sample ldentificatlon SC Nou,17244/06 Submltted By WBCBL Rep.
Sampling Procedure APHA 1060 B Recaiving Date & Time 02-Mar-2021 16:40
Transported in lca Box and Observed
Sample Contalner/Volume |FPet Boltle/ 1 L Onslite Treatment/ Presarvation g\::;?te & Odor of the sample is
Sampla Collectlon Temp. |27.2°C Sample Recelpt Temp. 4.7°C
Sampling Apparatus Pet Bottle Tested By VE/SC

1.) Standard Method for the Examination of Water and Waslewater, APHA/AWWA/WEF, 23rd Edition.

TastMatiiod 2.) HAGH Spectrometry.
Chemilcal Analysis Result

TEST UNIT METHOD MDL UM Range RESULTS|GUIDELINE
Colour - Apparent PYCo APHA 2120 C 5.0 NA <50 —
pH @ 25°'C — APHA 4500 H*B | 0.01-14.00| 7.6153-7.7847 7.70 6.50 - 8.00
Electrical Conductivity @25'C pS/cm APHA 2510 B 1.0 421,415 - 468.585 445 -
Total Suspanded Sollds @ 103 - 105°C (TSS8) mg/L APHA 2540 D 7.0 NA <7.0 —_
Total Dissolved Solids @ 180°C (TDS) magfl APHA 2540 C 8.0 245.907 - 288.093 267 100 - 1000
Ammonia {(NH,) mg/l. HACH 8155 0.10 NA <0.10 o
Chlorine Dioxide mg/L HACH 10126 0.20 NA <0.20 —
Chlorine Free - LR ma/L | AFHA 4500 CIG 0.10 0.0931 - 0.1069 0.10 <50
Iron Tatal mg/. | APHA 3600 Fe B 0.20 NA <0.20 —
Nitrite (NG - LR mall | APHA 4500 NO,” B | 0.01 NA <0.01 <3.0
Turbidity ] NTU APHA 2130 B 3.0 NA <30 -
Aluminium (Al) mall | APHA3120B | 0.008 NA 0,008 -
Bromate (BrQ, ) # mg/l AFPHA 4110 0,005 NA <0.005 | <0.010

Ramarks: All of the tested result ara withih the accaptable limit of tha specification when the measurement uncertainty with 95% of
confidence is taken into account.

UAE.5 GSQ 1489:2014-E Unbottled Drinking Water.
# This test Is Subcontracted

dhunosrtainty multiplied by a coveraga factor k=2, providing a level of
ut In accordance with international practice and reported in the

The reported expanded uncertainty/ uncertainty range;is baﬁedﬂ stanﬁ
confidence of approximately 95%, The uncertainly p:fap,(gﬂﬁn has been cau
sama unit of results. oy

f_’___.—-—

/’

Varlfiad By: _w,\\? aot Approved By:
Daliya M.} A ‘F'['"I—,\;\ﬁ““ ' Praveen R.Nair
(Technlcal Manager)” 4".% & e A {Laboratory Manager)
FormNo  WBCHLRP/A3 Zins) M;Tﬂiu G2 h cuy 2o sios Issue No & Date  01; 10/12/2018
Walter Bird Chemlcal & Biological Laboratory Revislan No & Date  03;14/06/2020
Page | of 2 Tel: +971 4 3881201 | Fax : +971 4 3881202

P.0.Box- 27126, Al Quoz Ihd. Area No. 4, Street No. 16 D, Warehouse No. 4, Dubai, UAE
E-mail : Info@waterbirdlab.com | Website : www.waterbirdlab.com
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Reporting Date: 10-Mar-2021
LABORATORY ANALYSIS REPORT
Report No WBR21-03905 Sampla No WBS21-02711
Request No WBQ21-00800 Date Of Analysls

From: 02-Mar-2021 To: 09-Mar-2021
Test Mathod Variation: Nopse

APHA-American Public Heallh Aszociation , WBCBL- Waler Bird Chemical & Blologlcal Laboratery , MDL: Mathed Detaction Limit , UM: Uncertainty
Measurement , NA: Not Appllcable

Verified By: /
Dallya M. 73 @n - " ‘Rraveen R.Nalr 1
(Technical Manage )’ ’il | " ahoratary Manager)
(-
\\

! i.
)\\ J

Lailitha Suresh

e N Principal

" pO.Box: 26845 GEMS Our Own Indian School
Dubai - UAE. o P O.Box: 26845

6‘,‘ o,pRhMIERSCHOOLS\“\\ %(p

Dubai- UAE
‘«,_L R OWN INDIAY ‘50“
FEILIATION NO. 2
Form No WBCBL/RP/13 fuaglonel) 5 iplasl Julaill elall s yida 1ssue No & Date  01; 10/12/2018
Water Bird Chemical & Biological Laboratory REvigon ngteitts  [GISEeETa0
Page 2 0f2

Tel: +971 4 3881201 | Fax : +971 4 3881202
P.O.Box- 27126, Al Quoz Ind. Area No. 4, Street No. 16 D, Warehouse No. 4, Dubai, UAE
E-mail : Info@waterbirdlab.com | Website : www.waterbirdlab.com
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Reporting Date: 10-Mar-2021
LABORATORY ANALYSIS REPORT
Report No WBR21-03901 Sample No WBS521-02707
Request No WBQ21-00800 Date Of Analysls From: 02-Mar-2021 To: 02-Mar-2021

CLIENT INFORMATION

Client

INFRACARE MAINTAINANCE AND CLEANING SERVICES LLC

Contractor

Water Bird Chemical & Biolagical Laboratory

Address & Locatlon

P.O Box: 27499, Sireaet 15A, Al Qouz Cily: Dubai  Country: Unitad Arab Emirates

Contact Details

Attn: Mr.Roashen Khaleel Tel: 043417100 Fax: 043403800 Mobile: 0565019657 Email:
roashan.khalesl@infracare.aa

Project GEMS Our Own Indian School (Q18), Dubal
SAMPLE INFORMATION B
Sample Point Roof Tap Tank Na.02
Sampla Description Potable Weler Sample By WBCBL Rep.
Sample Source DEWA Sampling Date & Time 02-Mar-2021 15:15
Sample Idaentlflcation 8C No.17244/01 Submitted By wWacHBL Rep,
Sampling Pracedure APHA 1060 B Receiving Date & Time 02-Mar-2021 16:40
Transportad [n lca Box and Observed
Sample Contalner/Volume [Pet Botlle/ 1 L Ongite Treatment/ Pregervation tNh::rI :lsle & Odor of the sample 3
Sample Collectlon Tamp, [30.0°C Sample Recsipt Temp. 4.1°C
Sampling Apparatus Pet Bottle Tested By VS/sSC

Test Mothod

1.) Standard Method for the Examination of Water and Wastewater, APHA/AWWA/WEF, 23rd Edition.
2.) HACH Spectrometry,

Chamlcal Analysis Result

TEST UNIT METHOD MDL UM Range RESULTS|GUIDELINE
Colour - Apparent P/Co APHA 2120 C 5,0 NA <60 -
pH @ 25°C — APHA 4500 H* B | 0.01-14.00| 7.2197 -7.3803 7.30 6.50 - 8.00
Electrical Conductivity @25°C pSliem APHA 2510 B 1.0 422.362 - 469.638 446 —
Total Suspended Sallds @ 103 - 105°C (TSS) ma/l APHA 2540 D 7.0 NA <7.0 -
Total Dissolved Solids @ 180°C (TD5) mg/L AFHA 2540 C 8.0 246.828 - 289.172 268 100 - 1000
Ammonia (NH,) mgiL HACH 8155 0.10 NA =0.10 —
Chlorine Dioxida ma/l. HACH 10126 0.20 NA <020 —
Chlorlne Free - LR mg/L | APHA4500CIG 0.10 NA <0.10 < 5.0
Iron Total mg/L | APHA 3500 Fe B 0.20 NA <0.20 —_
Nilrite (NO,) - LR mg/L | APHA 4500 NO.” B 0.01 NA <0.01 <3.0
Turbidity - NTU | APHA 2130 B 3.0 NA <3.0 —
Aluminium (Al) mg/L APHA 31208 0.008 NA <0,008 -~
Bromate (BrQ, ) # mg/L APHA 4110 0.005 NA <0.005 < 0.010

Remarks: All of the tested result are within the acceptable limlt of the specification when the measurement uncertalnty with 95% of
confidence i taken into account.

UAE.S GSO 149:2014-E Unbottled Drinking Water,

# This test Is Subcontracted

The reported expanded uncertainty/ unceriainty '{Dg
canfidence of approximately 95%.

same unit of resulls,

Verifled By:

Dallya MJ
{Technical Manager)

Form No WBCBLU/RPH3

Page 1 of 2

y ;"l\'r‘t\i.‘ et ) .
“(s based on a El{ﬂdard uncertainty multiplied by a covarage factor k=2, providing a level of
all.;ai@rg'ﬁgs been bdrried out In accordanca with Internstianal practice and reported in the

N @Y% S -

o D _‘t'.._""'-' |
A kY &
8o 37
e o e =]
A 0_§ 57 Approved By:

T
5% Pravesn R.Nair
(Laboratory Manager

A
:‘n\‘

The ug’certe,f

5 ¢

gl 5 daplasl Jalaill slall bl piiie
Water Bird Chemical & Biological Laboratory
Tel: +971 4 3881201 | Fax ; +871 4 3881202

Ravlzion No & Date

P.O.Box- 27126, Al Quoz Ind. Area No, 4, Street No, 16 D, Warehouse No. 4, Dubai, UAE

E-mail | info@waterbirdlab.com | Website : www.waterblirdlab.com

Issue No & Date  01: 10/12/2018
03;14/06/2020
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Reporing Date: 10-Mar-2021
LABORATORY ANALYSIS REPORT

Report No WBR21-03501 Sample No WBS521-02707

Raquest No WBQ21-00800 Date Of Analysis From: 02-Mar~-2021 To: 09-Mar-2021

Test Mathod Variation: None

APHA-American Public Health Associatlon , WBCBL- Water Blrd Chel‘nlcal & Biological Laboratory , MDL: Mathod Detection Limit , UM: Uncertainty
Maasuremeant , NA: Not Applicable

Verlfied By:
Dallya MJ

{Tochnlcal Manager, "”
=

-

(;_,,-”

Note: Test results relate only to the samples tested. This reporte ﬂ‘ariﬂgf

\‘ "\U)"LKJ )
f.

"?"Approved By:
3 I?ravaan R.Nalr
"1 | *{Laboratory Manager Y

ﬁmcfm:ed except in full, without written approval of WBCBL,
- END OFREP RT-

' " Laiitha Suresh
Principal
GEMS Our Own Indian School
P O.Box: 26845

08 JappsA S
. Cus "t

p.0. Box : 26845 -
Dubai - UAE.

Cu 2 PReme scroors ™ \\da

¥

Form No WBCBL/RP/13

Page 2 of 2

i-UAE
s QUR own mD\N“ 5 Dubal
\é\ FILIATION NO S
PRt i
Water Bird Chemical 8 Biological Lahoratory BUISFNGTISIE  [C3;

Tel; +871 4 3881201 | Fax : +971 4 3881202

P.O.Box- 27126, Al Quoz Ind. Area No. 4, Streat No, 16 D, Warehouse No. 4, Dubai, UAE

E-mail : info@waterhirdlab.com | Website : www.walerbirdlab.com
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LABORATORY ANALYSIS REPORT Repcring Dete: 10-4er2021
Report No WBR21-03902 Sample No wWBS21-02708
Request No WBQ21-00800 Date Of Analysls From: 02-Mar-2021 To: 09-Mar-2021
GLIENT INFORMATION
Cllant INFRACARE MAINTAINANCE AND CLEANING SERVICES LLC
Cantractor Water Bird Chemlcal & Blalogical Laboratory
Address & Location P.Q Box: 27499, Street 16A, Al Qouz City: Dubai  Country: United Arab Emlralas
Contact Details ﬁé::hr;'.':ﬁ:fa':% En?raa':::a.:eelz 043417100 Fax; 043403800 Mobile: 0565019657 Email:
Project GEMS Our Own Indian School (O18), Dubal
SAMPLE INFORMATION
Sample Peint Roof Top Tank No.03
Sample Description Potable Watar Sample By WRBCBL Rep.
Sample Source DEWA Sampling Date & Time 02-Mar-2021 15:25
Sample |dentification SC No.17244/02 Submittad By WBCBL Rap,
Sarpling Procedure APHA 1060 B Recsiving Date & Time 02-Mar-2021 16:40
Transported In lce Box and Observed
Sample Containar/Volume |Pet Bottle/ 1 L Onsite Treatment/ Preservation m:g:lsle & Odor of the sample is
Sample Collection Temp. [28.0°C Samplo Rocoipt Tamp, 4.2°C
Sampling Apparatus Pet Bottla Testad By V3I5C
Test Method 1.) Standard Method for the Examination of Water and VWastewater, APHA/AWWA/WEF, 23rd Edition.
2.) HACH Spactrametry.
Chemical Analysis Result T
TEST UNIT METHOD MDL UM Range RESULTS|GUIDELINE
Colour - Apparant P/Co APHA 2120 C 5.0 NA <50 -—
pH @ 25°C — APHA 4500 H*B | 0.01-14,00| 7.6054-7.7748 7.69 |6.60-8.00
Electrical Conductivity @25'C pS/cm AFHA 2510 B 1.0 422,362 - 469.638 448 s
Tolal Suspended Sollds @ 103 - 105°C (TSS) mo/L APHA 2540 D 7.0 NA <7.0 —_
Tolal Dissolved Solids @ 180°C (TDS) ma/l APHA 2540 C 8.0 246,828 - 289,172 268 100 - 1000
Ammonia (NH:) mg/L HACH 8155 0.10 NA <0.10 —
Chlorine Dioxide mg/L HACH 10126 0.20 NA <0.20 -
Chilorine Free - LR mg/L | APHA4500CIG 0.10 NA <0.10 <50
Iran Total mg/l. | APHA 3500 Fe B 0.20 NA <020 —
Nitrite (NO27) - LR mg/L | APHA 4500 NO:™ B 0.01 NA <0,01 < 3.0
Turhidity NTU | APHAZ130B | 3.0 NA 3.0 =
Aluminium (Al) mg/L APHA 3120 B 0.008 NA <0,008 —
Bromate (BrQ, ) # mg/L APHA 4110 0.005 NA <0.005 < 0.010
Remarks: All of the tested result are within the acceptable limit of the spacification when the measuremeant uncertainty with 95% of
confidence is taken Into account.
UAE.S @GS0 149:2014-E Unbottled Drinking Water.
# This test is Subcontracted P '»\"‘ -’"L Ry
The raported expandaed uncaralnty/ uncerainty ra é"sfa;ed qn a stan_d‘qli'd -uncertainty multiplied by a coverage factor k=2, providing a leval of
confidence of approximately 95%. The uncertainty- [Hatign gss bgen carrledioul in accordance with Internatlonal practice and reported in the
same unit of resulls. \s/a ,\S ('i“ i !\ﬂ
NP M 4]
Varlfied By: '/_€ : ,._‘._z"’ll Approved By:
Daliya MJ (____.,- Praveen R,Nalr
(Technical Managar) . : {Laboratory Manager)
FormNo  WBCBL/RP/13 ey N ssua No & Date  01; 10/12/2018

Lo glgsdl g L glagSdt Julall) alall jillo pisa
Water Bird Chemical & Biological Labaratory
Page 10f2 Tel; +971 4 3881201 | Fax : +971 4 3881202
P.O.Box- 27128, Al Quoz Ind. Area No. 4, Street No. 16 D, Warehouse Nao. 4, Dubai, UAE
E-mail ; info@waterhirdlab.com | Website ; www.waterbirdlab.com

Revizion No & Data  03;14/08/2020
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Reporting Date: 10-Mar-2021
LABORATORY ANALYSIS REPORT
Report No WBR21-03902 Sample No WBS521.02708
Request No WBQ21-00800 Date Of Analysis From: 02-Mar-2021 To: 08-Mar-2021
Test Methad Variation: None

APHA-American Public Heallh Assoclation , WBCBL- Water Bird Chemical & Biological Laboratory , MDL: Method Delection Limit , UM: Uncertainty

Measurement , NA: Not Applicable

Veritied By:

Dallya MJ R
{Technical Managar)~—-

Nate! Test results relate only to the samp

ﬁ,j/‘u-'“"‘a-k-o

L gt S

Ge, W3

P.0, Box ; 26845
Dubai - U.A.E. 63
'; . T Pueye scHOOLS“‘“\ NN

o R OWN \ND\P* 5‘,50“
FEILIATION N

Form No WBCBL/RP/13

Gagdgaall g daglaasll fulaitl elall Jills juiha
Water Bird Chemical & Biological Laboratory

Page 2 of 2

Approved By:

Praveen R.Nair
(Laboratory Manager)

o
fesred«TthEpoﬂ qha# not be reproduced except in full, without written approval of WBCBL.
X fémn m:‘HN’rj OF REPORT-

W™

Lalitha Suresh
Principal

GEMS Our Own Indian School
P O.Box: 26845

Dubai -

Tel: +971 4 3881201 | Fax ; +971 4 3881202
P.O.Box- 27126, Al Quoz Ind. Area No. 4, Straet No. 16 D, Warehouse No. 4, Dubai, UAE
E-mail : info@waterbirdlab.com | Website : www.waterhirdlab.com
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Issua No & Date  01; 10/12/2018
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LABORATORY ANALYSIS REPORT AR E i
Report No WBR21-0:3803 Sample No WBS521-02708
Requast No WBQ21-00800 Date Of Analysls From: 02-Mar-2021 To; 08-Mar-2021
CLIENT INFORMATION
Client INFRACARE MAINTAINANCE AND CLEANING SERVICES LLC
Contractor Water Bird Chemical & Bioloé}zal Laboratory
Addrass & Location P.O Box: 27499, Sireet 15A, Al Qouz  City: Dubal Country: Unlted Arab Emirates ]
Contact Detalls ﬁznh:;'_':ngeﬁ&m:ﬁ::e_Zii: 043417100 Fax: 043403800 Mobile: 0565019657 Email:
Project GEMSE Our Own Indlan Schaol (OIS), Dubsl
SAMPLE INFORMATION
Sample Point Roof Top Tank No,04
Sample Description Potable Water Sample By WBCBL Rep.
Samploe Source DEWA Bampllng Dato & Time 02-Mar-2021 15:35
Sample Identification SC No.17244/03 Submitted By WBCBL Rep.
Sampling Procedure APHA 1060 B Receiving Date & Time 02-Mar-2021 16:40
Transported In lce Box and Observed
Sample Container/Voluma | Pet Botlle/ 1 L Onsite Treatment/ Preservation tr:;::r::fte & Odor of the sample [s
Sample Collection Temp. [27.1°C Sample Recalpt Temp. 4.6'C
Sampling Apparatuz Pet Bottle Tested By V8/5C
Test Method 1.) Standard Method for the Examination of Water and Wastewatar, APHA/JAWWA/WEF, 23rd Editlon.
2,) HACH Spectrometry.
Chamical Analysls Result o _
TEST UNIT METHOD MDL UM Range RESULTS|GUIDELINE
Colour - Apparent PUCa APHA 2120 C 5.0 NA <50 —
pH @ 25°C — APHA 4500 H*B | 0.01-14,00| 7.5956-7.7645 7.68 6.50 - 8.00
Elactrieal Conductivity @25'C pSicm| APHA 2510 B 1.0 424.256 - 471.744 | 448 -
Total Suspended Solids @ 103 - 105°C (T83) ma/L APHA 2540 D 7.0 NA <7.0 -—
Total Dissolved Sollds @ 180°C (TDS) mg/l APHA 2640 C 8.0 247.749 - 290.251 289 100 - 1000
Ammonia (NHy) mglL HACH 8155 0.10 NA <010 —-
Chlorine Dioxide ma/l HACH 10126 0.20 NA <0,20 -
Chlorine Free - LR mg/L | APHA4500CIG 0.10 NA <0.10 <50
Iron Total mg/L | APHA 3500 Fe B 0.20 NA <0,20 -
Nitrite (NO; ") - LR mgiL | APHA 4500 NO.~ B 0.01 NA <0.01 <30
Turbldity | NTu | APHA 21308 3.0 NA <30 .
Aluminium (Al) mg/L APMA 31208 0.008 NA <0,008 -
Bromate (Bro, ) # mg/l APHA 4110 0.005 NA <0.005 <0.010

Remarks: All of the testad result are within the acceptable limit of the spacification when the measurement uncertalnty with 96% of
confldence s taken Into account,

UAE.S GSQ 149:2014-E Unbottled Drinking Watar,

# This test is Subcontractad

The reported expanded uncertainty/ unicertainty rangé s basad on'a standard uricerlainty multipliad by a coverage factor k=2, providing a level of
confidence of approximately 85%. Tha Llrlceﬁaintyj’a{yd‘]héﬂun‘haé-ﬂéag carried out In accordance with international practice and reported in the
same unit of results, ~ N

Verlfied By:; T et 4 g H 5 Approvad By;
Daliya MJy < ,/sc ; N\ <é§¢:ﬁ5‘ Praveen R.Mair
Technlcal Managér)— AN AN BT S (Laboratory Manager)
y NG OGS ry
Form Na WBCBL/RP/13 \" \\‘\ ‘v T lssue No & Date  01; 10/12/2018
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Waler Bifd Chemical & Biological Laboratory
Page 1002 Tel: +971 4 3881201 | Fax ; +971 4 3881202
P.0.Box- 27126, Al Quoz Ind. Area No. 4, Street No. 16 D, Warehouse No, 4, Dubai, UAE

E-mail : info@waterbirdlab.com | Website : www.waterhirdlab.com

Ravision No & Date  03;14/06/2020
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Reporting Date: 10-Mar-2021
LABORATORY ANALYSIS REPORT
Raport No WBR21-03803 Sample No WBS521-02709
Request No WRQ21-00800 Date Of Analysis From: 02-Mar-2021 To: 09-Mar-2021
Test Method Varlation: Nane
APHA-American Public Heallh Assaciation , WBCEBL- Water Bird Chemjgal & Biological Laboratory , MDL: Method Detection Limit , UM: Uncertainty
Measurement , NA: Not Applicable ’ NN e 2NN

Verlfied By:

« %%,
Daliya MJ - \..-;_. :
(Technical Manager) - ‘__:;_,.'
,’J.-' A ,‘\‘3.“
l P e

N
Note: Test results relate only to the samples tested, This réﬁoﬁihéffﬁofﬁe

//’,‘;T:'“"JM

TN
I 3
l) o S

P.O. Box : 26845 *
¥ Dubal - UAE. s
G & W
Cte 2 PRewin scnw‘-s“;\:\k\ oﬁ\f
o UR OWN INDIAR 08
€ AFEiiATIoN NO- 5

Form No WBCBL/RP/13

o gl el 5 Ayglaylll Julnl) slall jils juidis
Water Bird Chemical & Biological Laboratory
Page 202 Tel: +971 4 3881201 | Fax :

Approved By:
| Pravaean R,Nalr

(Laboratory Managor

reproduced except in full, without written approval of WBCBL.
- END OF REPORT-

\Wpo¥

Lalitha Suresh

Principal

GEMS Our Own Indian School
P O.Box: 26845

Dubai - UAE

+971 4 3881202

Issua No & Date
Revision No & Date

01; 10112/2018
03;14/06/2020

F.O.Box- 27128, Al Quoz Ind. Area No. 4, Street No. 16 D, Warehouse No. 4, Dubai, UAE
E-mail ; info@waterbirdlab.com | Website : www.waterbirdlab.com
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‘EE:MEE% LC Chemical & Biological Laboratory ’: -
G el e e o <k
8NN LB T EST 083 Providing Quality Testing Services )e -
LABORATORY ANALYSIS REPORT AP S
Report No WBR21-03906 Sample No WBS521-02712
Request No WBQ21-00800 Date Of Analysls From: 02-Mar-2021 To: 09-Mar-2021
CLIENT INFORMATION
Cliont INFRACARE MAINTAINANCE AND CLEANING SERVICES LLC
Contractor Water Bird Chemical & Biologleal Laboratory
Address & Lacation P.O Box: 27499, Street 15A, Al Qouz City: Dubai  Country: Unlted Arab Emirates
Contact Details fg;l:h?rt’:r?:;?l'iﬂ;raalsz:e,::t 043417100 Fax: 043403800 Mobile; 0565019657 Email:
Project GEMS Our Own Indian School (QIS), Dubai
SAMPLE INFORMATION
Sample Polnt DEWA Maln Tank No.01_
Sample Description Potable Water Sample By WBCBL Rep.
Sample Source DEWA Sampling Date & Time 02-Mar-2021 16:20
Sampte ldentlfication 8C No.17244/08 Submitted By WBCBL Rep.
Sampling Procedure APHA 1060 B Receiving Date & Time 02-Mar-2021 16:40
Transported in Ice Box and Obsarved
Sample Contalner/Volume |Pel Bottle/ 1 | Onslte Treatment/ Presarvation 2‘1:::" :lste & Odor of the sample is
Sample Collection Temp, |27.2°C Sample Receipt Temp. 4.7°C
Sampling Apparatug Pet Bottle Tastad By VS/SC
Test Mothod 1.) Standard Method for the Examination of Water and Waslewater, APHA/AWWAMVEF, 23rd Edition.
2.} HAGH Spectromatry,
Chemical Analysis Result
TEST UNIT METHOD MDL UM Range RESULTS|GUIDELINE
Colour - Apparant Pt/Co APHA 2120C 5.0 NA =5.0 =
pH @ 25'C — APHA 4500 H*B | 0.01-14.00| 7.7142-7.8858 7.80 |6.50-8.00
Elsctrical Conduclivity @25'C pS/icm APHA 25108 1.0 411.945 - 458.055 435 -—
Tolal Suspanded Sollds @ 103 - 105°C (TSS8) ma/l. APHA 2840 D 7.0 NA <7.0 —
Tolal Dissolved Solids @ 180°C (TQ1S) mo/l APHA 2540 C 8.0 241.302 - 282.698 262 100 - 1000
Ammonia (NH,) mg/L HACH 8155 0.10 NA <0.10 -
Chlorina Dioxide ma/L HACH 10126 0.20 NA =0.20 —
Chlorine Free - LR my/L | APHA 4500 CIG 0.10 NA <0.10 <50
Iron Tolal mg/L | APHA3S00Fe B 0.20 NA <0.20 —_
Nitrite (NOx ) - LR ma/L | APHA 4500 NO; B 0.01 NA =0.01 <30
Turbidity NTW AFHA 2130 B 3.0 NA <3.0 -
Aluminium (Al mg/L APHA 3120 B 0.008 NA <0.008 —
Bromate (BrO, ) # mall. APHA 4110 0.005 NA <0,005 | <0.010

Remarks: All of the tested result are within the acceptable limit of the specification when the measurement uncertainty with 95% of
confidonce (s taken Into account. e )
UAE.S GSO 149:2014-E Unbottled Drinking Water. f"l/‘,h AL i‘_l_"“ .-:L.'.::‘\ _

# This test Is Subcontracted HET e\

The reported expanded uncertainly/ uncertainty range /| I£ b{d ona;slandar it inty mulliplted by a coveraga factor k=2, providing a level of

cqm d-oyl'ii Bccordance with intemational practice and reportad In the

confldence of approximately 95%. The uncertalnty eva ua{
zame unit of resulls. - Q}\ *\‘\ =
-\‘..I '}‘I.—. ; (;:: ({1;:.";{}-;5' r;_::,l‘ l.'
Verifled By: iy Ny _*___';-‘/.{ [Py Approved By:
Daliya MJ ,f\/_i , e SR ARD O Praveen R.Nair
(Technical Mahﬁgar) - AT (Laboratory Manager)
Form No WBCBL/RP/13 Issua No & Data 01, 10/12/2018

oo plgaall g dglaaCll Judaall elall jills piida
Water Bird Chemical & Biological Laboratory
Page | of 2 Tel; +971 4 3881201 | Fax : +971 4 3881202

P.O.Box- 27126, Al Quoz Ind. Area No. 4, Street No, 16 D, Warehouse No. 4, Dubai, UAE
E-mail : infog@waterbirdiab.com | Website : www.waterbirdlab.com

Ravision No & Date  03,14/06/2020
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FE=HIRA A\_! Chemical & Biological Laboratory ¢
//—_‘\\ = aaiedl entloll ool -4 0 . e
Emlrates iptefnational Acraditation Cenn H=H H H i 4
AN LB TR T.0m Providing Quality Testing Services . ) e
Reporting Date: 10-Mar-2021
LABORATORY ANALYSIS REPORT
Report No WER21-03906 Sample No WBS21-02712
Request No WBQ21-00800 Dato Of Analysls From: 02-Mar-2021 To: 09-Mar-2021
Tesl Mathod Varlation; Nane
APHA-American Public Health Association , WBCBL- Water BTrd Chemlcal & Biological Leboratory , MDL: Method Delectlon Limit , UM: Uncertainty
Measuremant , NA: Not Applicable i ‘J M My -iu :
rd L
Verified By: Approveod By:
Daliya MJ - Praveen R.Nalr
(Technical Managz]{ (Laboratory Manager)
(.~
Note: Test results relate only to the samples tested. Tm}r .ftﬁﬂq{{qa'ﬁbg,repmdwed except in full, without written approval of WBCBL,
D-OF-REFORT-
//ﬁ""‘,;»l-.a .
R i e O Lalitha Suresh
e Feu Principal
Poobzt‘”‘uieg“ * GEMS Our Own Indian School
2% & oo WO P O.Box: 26845
t o rewensorono N Dubai - UAE
s ,%JR OWN iND'-P"‘“g,?.““
FEiLiaTioN NO
Form No WBCBL/RP/M3 - . Issue No & Dale  01; 10/12/2018

Gaaglaast o Lyglassh Julaill elall pls e
Water Bird Chemical & Biological Laboratory
Page 2 of 2 Tel: +971 4 3881201 | Fax : +971 4 3881202
P.O.Box- 27126, Al Quoz Ind. Area No. 4, Streat No. 16 D, Warehouse No, 4, Dubai, UAE
E-mail : info@waterbirdiab.com | Website : www.waterbirdlab.com

Ravision No & Date  03;14/06/2020
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LABORATORY ANALYSIS REPORT Sl
Report No WBR21-03895 Sample No WE$21-02708
Request No wBQ21-00800 Date Of Analysgis From: 02-Mar-2021 To: 14-Mar-2021
CLIENT INFORMATION
Client ~ [INFRACARE MAINTAINANGE AND GLEANING SERVICES LLC
Contractor Water Bird Chemical & Biotogical Laboratory

Addregs & Location P.O Box: 27499, Street 15A, Al Qouz City: Dubal Ceuntry: United Arab IérnTatés

Gonfunstalls roashan khalesl@Iinfracare.as

Atn’ Mr.Roashan Khaleel Tel: 043417100 Fax: 043403800 Mobile: 0565019657 Email;

Project GEMS Our Own Indian School (OIS), Dubal

SAMPLE INFORMATION B

Sample Point Raof Top Tank No.03 o

Sample Description Potable Water Samploe By WBCBL Rep.
Sample Source DEWA Sampling Date & Time 02-Mar-2021 15:25
Sample (dentiflcation SC Nb.17244/02 Submitted By WRBCBL Rep.
Sampling Procedure BS75902 Receiving Date & Time “|02-Mar-2021 16:40

Sample Contalner/NVolumo

Sterile Bottle/ 2L

Gnsite Treatment/ Preservation

Transported in lce Box

Sample Collection Temp, |28.0°C Sample Recelpt Temp. 20.0°C
Type Of Bloclde Chlorine Bloclde Concentration 0.08
Volume Used In Analysls |1L Sampling CertificataNo 17244
Sampling Apparatus Sterile Botlle Tosted By SEN

Internatlanal Organlzation for Standardization (1S0) 11731-2017

Test Method Matrlx : A- Membrane Filter on Plate with Acld Treatment (Procedure 7) GVPC

Medium

Leglonella Analysls Results

METHOD
TEST UNIT METHOD DETECTION LIMIT UM Range |RESULTS | GUIDELINES
Leglonella Species CFU/L | 180 11721 2017 1.0 NA <1 < 1000 ¥

Remarks: The tested result is within the acceptable limit of the specification when the measurament uncertainty with 95% of confidence

I3 taken Into account.
¥ Guideline far the cantrol of Legionella n water system Rev, 2,6/2010, Public haalth & safety department, Dubal.

The reported expanded uncertainty/ uncertainty range is based on 8 standard uncartainty multiplied by & coverage facter k=2, providing a level of

confidence of approximately 95%. The uncertainty evaluation has
sama unit of rasults.
Tast Mathod Varlation: None

bean carrled out in accordanca with (ntarmatlonal practice and reparted In the

21 Is considered as not detected. , CFU - Colony Farming Unit , 1SO-The International Organization for Standardization , APHA-Amarican Public

Health Assoclation , BS-British Stendard , WBCBL- Water Bird Ch
Measurement , NA; Not Applicable

\ Approvad By:
Praveen R.Nalr
¢ (Laboratory Manager)

Verlfiad By:

Daliya MJ /
{Technical Manag@

’)./Aj’\ﬁ";"‘“‘)*-a

ical & Biolopieal Laboratory , MDL: Method Detestion Limit , UM: Uncertainty

\ip

, i e .
,.2'(,": A m::&‘ .

P.C. Box : 26845 Lalitha Suresh
"o 5 Dubai-UAE. 4 Principal

; )l s
7o 2 PRemeg soroons W Y 0‘?‘(:?

:‘\\F? OWN INDIAY Sge

L plgasll g daglassdl Jadadld slod) Sl syisna
Water Bird Chemical & Biological Laboratory
Tel: +971 4 3881201 | Fax : +971 4 3881202

Farm Ne WBCBL/RP/15

Page 1 of 1

Revigion No & Date

GEMS Qur Own Indian School
P O.Box: 26845
Dubai - UA.E

|ssue No & Date  01; 10/12/2018
03;04/03/2021

P.O.Box- 27126, Al Quoz Ind. Area No. 4, Street No. 16 D, Warehouse No, 4, Dubai, UAE

E-mail ; info@waterbirdlab.com | Wabslte : www.waterbirdlab.com
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1!%__\: tC Chemical & Biological Laboratory
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Reporting Date: 15-Mar-2021
LABORATORY ANALYSIS REPORT
Report No WBR21-03900 [sampte No WB521-02713
Request No WBQ21-00800 Date Of Analysls From: 02-Mar-2021 To: 14-Mar-2021
GLIENT INFORMATION
Client INFRACARE MAINTAINANCE AND CLEANING SERVICES LLC
Contractor Water Bird Chemical & Biological Labaratory -
Addrese & Locatlon P.O Box; 27499, Streat 15A, Al Qouz City: Dubai  Country: United Arab Emirates
Aftn: Mr.Roashan Khaleel Tel: 043417100 Fax: 043403800 Mobile: 05650196567 Email:
Contactibsigiis roashan.khaleel@infracare.ae
Project GEMS Qur Qwn Indlan School (OI5), Dubai
SAMPLE INFORMATION
Sample Polnt 2nd Floor Staff Washroom Wash Basin Tap
Sample Degcription Potapla Water Sample By WBCBL Rep.
Sample Source DEWA Sampling Date & Time 02-Mar-2021 16:30
Sample Identification SC No.17244/07 Submitted By WBCBL Rep.
Sampling Procedure B57592 Recelving Date & Time 02-Mar-2021 16:40
Sample Container/Volume | Sterile Bottle/ 2L Onsilte Treatment/ Proservation Transported in lce Box
Sample Collection Temp. |28.0°C Sample Receipt Temp. 20.0°C
Type OFf Biogide Chlarine Biocide Concentration 0.06
Volume Used In Analysis [1L Sampling CertificateNo ) 17244 -
Sampling Apparatus Stetlle Bottle Tested By ANS
Test Mathod International Qrganization for Standardization (1SQ) 11731-2017
Matrix : A- Mambrane Filter on Plate with Acid Treatment (Procedure 7) GVPC Medium
Leglonella Analysis Results
TEST UNIT |  METHOD METHOD = |\ Range |RESULTS | GUIDELINES
’ DETECTION LIMIT
Laglonalla Species CFU/L | 1SO 11731 2017 1.0 NA <1 = 1000 ¥
Remarks: The tested rasult is within the acceptable limlt of the spacification when the measurement uncertainty with 95% of confldence
Is taken Into account,
¥ Guideline for the control of Legionelia in water system Rev. 2.6/2010, Public heaith & safsly department, Dubai.
The raported axpanded uncertainty/ uncertainty range is based on a standard uncertainty multiplied by a coverage facter k=2, providing a level of
confidence of approximately 95%, The uncertainty evaluation has bean carried out In accordance with intermational practice and reported in the
same unit of results.
Test Method Variation: None
< 1 i3 considered as nat detacted. , CFU - Colony Forming Unit , 1SO-The Intemational Organization for Standardization , APHA-American Public
Health Assoclation , BS-Britlsh Standard , WBCBL- Wat mical & Biological L.eboratory , MDL: Method Detection Limit, UM: Uncartainty
Measuramanl , NA: Not Applicable 'L i,
Verified By: Approved By:
Dallya MJ P o ) Praveen R.Nair
(Tachnical Me_:__nager{—,{'r \ (Labaratory Manager)
Note. Tes! results relate only to the samples e e reproduced axcept in full, without written approval of WBCBL.
EPORT-
T e
y L gpahagt s -_
/:'.-J'J\}P‘ m:::}“ X %\W
, PO.Box:26845 Laiitha Suresh
Dubaj - U AE. . e Princ|pal
G{‘o " Or o k\'\' ; (P .
A8 g SEMER SCHOOLE S Gl GEMS Our Own Indian School
L€ are QYN INDIseas> P O.Box: 26845
Dubai - UAE
FormNo  WBCBL/RPIS Langlgil g dpglaashl Julaill elall jills joisa lssue No & Date  01; 10/12/2018
b . Water Bird Chemical & Biclogical Laboratory Revislon No & Date  03:04/03/2021
agelo Tel: +971 4 3881201 | Fax : +971 4 3881202

P.O.Box- 27126, Al Quoz Ind. Area No. 4, Street No. 16 D, Warehouse No. 4, Dubai, UAE
E-mail : info@waterbirdlab.com | Website : www.waterbirdlab.com
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Reporting Date; 15-Mar-2021

LABORATORY ANALYSIS REPORT

RepotNo  |WBR21-03698 " |sample No WBS21-02711
Requast No WBQ21-00800 Date Of Analysis From: 02-Mar-2021 To: 14-Mar-2021
CLIENT INFORMATION
[Client INFRACARE MAINTAINANCE AND CLEANING SERVICES LLC
_Eg_nltraclor Water Bird Chemical & Biological Laboratary
Address & Location PO Box: 27498, Sireat 15A, Al Qouz City: Dubai  Country: Unlted Arab Emirates T
Contact Dotalls ﬁ;r:hhél;lligglseh;&ﬁr;raalg::e;zl: 043417100 Fax: 043403800 Mobile: 0565018657 Emall:
Project GEMS Our Own Indian School (OIS}, Dubai T
SAMPLE INFORMATION '
Sample Point Rootf Top Tank No.06
Sample Daseription Potable Water Sample By WBCBL Rep.
Sample Source  [bEWA Sampling Date & Time 02-Mar-2021 15:55
Sample identification SC No.17244/05 Submitted By WBCBL Rep.
Sampling Progedure B57582 Receiving Date & Time 02-Mar-2021 16:40
Sample Contalner/Volume |Pet Bottle/ 1 L Onslte Troatment! Preservation Tranzported in Ice Box
Sample Collection Temp. |27.2°C Sample Receipt Temp. 20.0°C B
Type Of Blocide Chlarline Bloclde Concentration T 0.08
Volume Used In Apalysis |11 Sampling CertificataNa 17244
Sampling Apparatus Pet Bottle Tested By ANS o
Test Method International Organization for Standardization (1S0) 11731-2017 _
Matrix ; A- Membrane Filter on Plate with Acid Trealment (Procedure 7) QVPC Meadium

Leglonella Analysls Results

TEST UNIT | METHOD [ttt OE o |UM Range [RESULTS| GUIDELINES
Legionella Species CFU/L | 1ISQ 11731 2017 1.0 NA <1 <1000 ¥

L A A 4
-
Y Y Y Y

Remarks: The tested result is within the acceptable limit of the spacification when the measuremant uncertainty with 5% of confldence

Is taken Into account.
¥ Guideline for the control of Leglanalla in water system Rev, 2.6/2010, Public haalth & safaly depariment, Dubai.

The reported expended uncerainty/ unceralnty range is based on a stendard uncertainty multiplied by a coverage factor k=2, providing a level of
confidence of approximataly 95%. The uncertainty evaluation has been carred out In accordance with internatlonal practica and reported in the
same unit of rasults.

Tast Method Varlation: None

= 1 is considered as not detected. , CFU - Colony Forming Unit, ISO-The International Organization for Standardization , APHA-American Public
Health Asaociation , BS-British Stendsrd , WBCBL- Water Bird Chemical & Biological Labaratory , MDL: Method Detection Limit , UM: Uncartalnty

Measurement , NA; Not Applicable

Approved By:

Praveen R.Nair
{Laboratory Manager)

Veriflad By:
Daliya MJ

{Technical Manag (}::- _‘

Note: Test resuits relate only to the samplos lasta
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{30-‘ Q. O[p “\\\1‘\.\'r cp
('{?r)f REMIER SCHOOLS G‘,‘a
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|alitha Suresh
Principal
GEMS Our Own Indian School
P O.Box: 26845

Dubai - UAE
FormNo  WBCBLRP/1S Gap gl 9 dyghassl] Julaill elall jills piioe lssua No & Date  01; 10/12/12018
1 of Water Bird Chemical & Blological Laboratory Revision No & Date  03:04/03/2021
Page 1 of 1 Tol: +971 4 3881201 | Fax ; +971 4 3881202

P.O.Box- 27126, Al Quoz Ind. Area No. 4, Street No, 16 D, Warehouse No. 4, Dubai, UAE
E-mail ; info@waterbirdlab.com | Website : www.waterbirdlab.com
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Reporting Date: 15-Mar-2021

LABORATORY ANALYSIS REPORT

- W

Report No WBR21-03894 o Sample No WBS21-02707

Requast No WBQ21-00800 Date Of Analysls From: 02-Mar.2021 To: 14-Mar-2021
CLIENT INFORMATION

Client INFRACARE MAINTAINANCE AND CLEANING SERVICES LLC

Contractar Water Bird Chemical & Biological Laboratory

Address & Location P.O Box: 27499, Street 15A, Al Qouz Clty: Dubai Country: Uniled Arab Emirates

Altn: Mr.Roashan Khaleal Tel: 043417100 Fax: 043403800 Mobile: 0565019657 Emall;

ganiactiBstalls rosshan khaleal@infracare.ae

Project GEMS Our Qwn Indian Schaol (O1S), Dubai

SAMPLE INFORMATION —

Sample Point Roof Top Tank No.02

Sample Description Patable Water Sample By WBCBL Rep.
'Sample Source DEWA i Sampling Date & Time 02-Mar-2021 15:15
Sample Identiflication SC Ne,17244/01 Submitted By WBCBL Rep.
Sampling Pracedure BS7592 Recelving Date & Time 02-Mar-2021 18:40
Sample Contalner/Volume | Sterile Bottle/ 2L Onsite Treatment Proservation Transported in Ice Box
Sample Collection Temp. |30.0°C o Sample Receipt Temp. 20.0°C

Type Of Blocida Chlorine o Blocide Goncentration 0.08

Volume Used In Analysis |1L Sampling CertlficateNo 17244

Sampling Apparatus Sterile Bottle Tested By SEN

Test Method Intarnatlonal Organization for Standardizatlon (1S0) 11731-2017

Matrix : A- Membrane Filter on Plate with Acid Treatmant (Procadure 7) GVPC Medium

Legionella Analysis Results

METHOD
TEST UNIT METHOD DETECTION LIMIT UM Range |RESULTS | GUIDELINES
Leglonella Species CFUA | IS0 11731 2017 1.0 NA =1 < 1000 ¥

Remarks: The tested result is within the accaptable limit of the spacification when the measuremant uncertainty with 85% of conlidence
Is taken Into account,
¥ Guideline for the control of Laglonslla in water system Rev. 2.6/2010, Public heaith & safely dapartment, Dubai,

The reported expanded uncartainty/ uncertainty range is based on a slandard uncertainty multiplied by a coverage factar k=2, providing a lavel of
confidance of approximately 95%. The uncertainty evaluation has been carried oul In accordance with intemational practice and reported in the
same unit of resuilts.

Test Method Variation: None

<1 is cansidered as not detected. , CFU - Calony Forming Unit, 1SO-The International Organization for Standardization , APHA-American Pubilie
Health Association , BS-British Standard WBCBL- Water Bird Chamical & Blologlcal Laboratary , MDL: Mathod Detectian Limit , UM: Uncartainty
Measurement , NA: Not Applicable )

Verifled By:

Daliya MJ
{Technical Manage

>

Nole: Test rasults relate only to the samples | %Br be reproduced excepl in full, without written approval of WBCBL.

——
//—\/"L’:— J-—-‘J—:D\

/ ) ypibaial Hase, gy

Approved By:

Pravaan R.Nair
(Laboratory Manager)

i i %
", ! “'(_“? e
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LABORATORY ANALYSIS REPORT e
Report No WBR21-03899 Sampla No WBS21-02712
Request No WBQ21-00800 Date Of Analysis From: 02-Mar-2021 To: 14-Mar-2021
CLIENT INFORMATION
Cliont INFRACARE MAW’AINANCEAND CLEANING SERVICES LLC o
Contractor Water Bird Chamical & Biological Laboratory
Addrass & Location RO Box: 27499. Street 15A, Al Qouz  Gity: Dubai  Country: Uniled Arab Emirates .

Attn: Mr.Roashan Khaleel Tel: 043417100 Fax: 043403800 Mobile: 05650149857 Emall:

Contact Detalls roashan.khalesl@infracare.ans

Projact GEMS Our Own Indian School (OIS), Dubai

SAMPLE INFORMATION o T
Sample Polnt DEWA Main Tar;k‘l-\l_o.m

Sample Description Potable Water Sample By WBCBL Rep.

Sample Source DEWA Sampling Date & Time 02-Mar-2021 16:20
Sample Identification SC Na.17244/06 Submitted By WBCBL Rep.
Sampling Procedure BS7592 Rocelving Date & Time 02-Ma_r3021 16:40
Sample Container/Volume | Sterlla Bottle/ 2L Onelte Treatment/ Preservation Transported in lce Box
Sample Colloction Temp. (33.0°C o Sample Receipt Temp. 20.0°C

Type Of Blocide Chlorine Biocide Concentration 0.10

Volume Used In Analysals |1L Sampling CertificateNa 17244

Sampling Apparatus Sterlla Botlle Tested By ANS

International Organization for Standardization (1S0) 11731-2017

Test Method Malrix : A- Mermbrana Fliter on Plate with Acid Treatmant (Procedure 7) GVPC Meadium

Leglonelia Analysis Results

METHOD
TEST UNIT METHQD DETEGTION LIMIT UM Range (RESULTS | GUIDELINES
Leglonealla Spacias CFUML | 150 11731 2017 1.0 NA <1 <1000 %

Remarks: The tested rasult I3 within the acceptable limit of the spocification when the measurament uncertainty with 95% of confidence
is taken into account,
¥ Guideline for the control of Legionella in water systam Rev. 2.6/2010, Public heaith & safaty department, Dubsi,

The reported expanded uncertalnty/ uncertainty range is based on a standard uncertainty multiptied by a coverage factor k=2, providing a level of
confidence of approximately 85%, The uncertainty evaluation hes been cardad out in accordance with intermational praclice and reported in the
same unit of resuilts.

Test Method Varation; Nene

< 1 Is considered as not detectad. , CFU - Colony Forming Unit , ISO-Tha International Organization for Standardization , APHA-American Publi
Health Association , BS-British Standard , WBCBL- Water Birct®hemical & Blological Laboratary , MOL: Mathod Detection Limit , UM: Uncartainty
Measuramant , NA: Not Applicable sy

Verified By: Approved By:

Daliya MJ e N Pravean R.Nair

(Technical 'N_'l_anag(r(}‘,f-’%:‘_, ({Laboratory Manager)
/_’r -/,.« ST
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Water Bird Chemicat & Biological Laboratory Revielon No & Date  03:04/03/2021
Page 1 of 1 Tel: +971 4 3881201 | Fax ; +971 4 3881202
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Raporting Date: 16-Mar-2021
LABORATORY ANALYSIS REPORT
Report No WBR21-03896 Sample No wBS521-02709
Request No WBQ21-00800 Date Of Analysis From: 02-Mar-2021 To: 14-Mar.2021
CLIENT INFORMATION
Cllent INFRACARE MAINTAINANCE AND CLEANING SERVICES LLC
Contractor Water Bird Chemical & Biologleal Laboratory
Addrass & Location P.O Box: 27499, Strest 15A, Al Qouz  City: Dubai  Country: United Arab Emirates

Altn: Mr.Roashan Khaleel Tel: 043417100 Fax: 043403800 Mablle: 0565019657 Email:

Contact Details roashan khaleel@infracara.as

Project GEMS Our Own Indian School (OIS),Ebai

SAMPLE INFORMATION

Samplo Polint Roof Top Tank No.04 o
Sampla Description Potable Water Sample By WBCBL Rep.

Sample Source DEWA Sampling Date & Time 02-Mar-2021 15;35 -
Sample [dentification SC No.17244/03 Submitted By WBCBL Rep.
Sampling Procedure BS7592 Receivinﬁ Date & Time 02-Mar-2021 16:40
Sample Cantainer/Valume | Starlle Bottle/ 2L Onsite Treatment/ Preservation Transported in (ce Box
Sample Collection Temp, |27.1°C Sample Recelpt Tamp, 20.0°C

Type Of Biotida Chlorine Bloclde Concentration 0.07

Volume Used In Analysis 1L Sampling CertificateNo 17244

Sampling Apparatus Sterile Bottle o Testod By - SEN .

International Organization for Standardization (I1SO) 11731-2017

Test Method Malrlx * A- Membrane Filter on Plate with Acld Treatment (Procedure 7) GVPC Medlum
Legionella Analysis Results
TEST UNIT | METHOD METHOD ' |\m Range |RESULTS | GUIDELINES
DETECTION LIMIT
Laglonalla Species CFU/L | 150 11731 2017 1.0 NA <1 < 1000 ¥

Remarks: The tested result s within the acceptable limit of the specification when the measurement uncertainty with 95% of confidence

Is taken Into account.
¥ Guldeline for the control of Legionslla in waler system Rev. 2.6/2010, Fublic health & salety department, Dubal.

‘The raported expanded uncertainty/ uncertainty range |s based on a stendard uncertainty multiplied by & coverage factor ka2, providing & level of
confidence of approximately 95%. The uncertainty evaluation has been carried out in accordanca with International practice and reported In the
same unit of regults.

Test Method Variatior: None

<1 is cansiderad as not detected. , CFU - Colony Forming Unit | 180-The International Organization for Standardizetion , APHA-American Public
Heasith Assoclatlon , BS-British Standard , WBCBL- Water Big ical & Biological Laboratory , MDL: Method Detaction Limit, UM: Uncertainty
Messurament , NA: Not Applicable )

Approved By:

Praveen R.Nair
{L.aboratory Manager)

Verifiad By:

Dallya MJ g
(Technical Manager)”

o s

AN ¥
NN P
Note: Test results relate enly to the samples tosted. &epod.shaqﬂ he raproduced except in full, without written epprovel of WBCAL.
(EHMAE REPORT-
\M\ibf»\?
.C. : 26845 .
- Foubt- UAE. X Lalitha Suresh
8, O brepr scroos'™ u\é’\,\og Principal
> GEMS Our Own Indian School
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Water Bird Chemical & Biological Laboratory Revision No & Date  03,04/03/2021
Page 1 of 1 Tel: +971 4 3881201 | Fax : +971 4 3881202
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Reporting Date: 15-Mar-2021

LABORATORY ANALYSIS REPORT

-.- -
LY ¥ ¥
saanes

Report No WBR21-03897 Sample No WBS21-02710

Request No WBQ21-00800 Date Of Analysis From: 02-Mar-2021 Ta; 14-Mar-2021
CLIENT INFORMATION

ChHant INFRACARE MAINTAINANCE AND CLEANING SERVICES LLC

Contractor Water Blrd Chemical & Biological Laboratory

Address & Location P.O Box: 27499, Street 15A, Al Qouz City: Dubal Country: United Arab Emlirates

Attri: Mr.Roashan Khaleel Tel: 043417100 Fax: 043403800 Maobile: 05650196857 Email:

GlbntactiDetals roashan khalesl@Infracare.an

Project BEMS Our Own Indian School (O15), Dubai

SAMPLE INFORMATION - T T
Sample Point Roof Top Tank No.05

Sample Description Potable Water Sample By WBCBL Rep,

Sample Source DEWA Sampling Date & Timo 02-Mar-2021 15:45
Sample Identification SC No.17244/04 Submitted By WRCBL Rep.
Sampling Procedure B57592 Recelving Date & Time 02-Mar-2021 16:40
Sample Container/Volume | Sterila Bottie/ 2L Onsite Treatment/ Preservation Trangported in lca Box
Sampla Collection Tem;:_. 26.8°C Sample Recalpt Temp. 20.0°C

Typo Of Blocide Chlorine Biocide Congentration . 60;5

Volume Used In Analysis |[1L Sampling CertificateNo 17244

Sampling Apparatus Sterlle Bottle o Tasted By T TlsenN

Test Methad International Organization for Standardlzation (ISO) 11731-2017

Matrix : A- Membrane Filter on Plate with Acid Treatment (Frocedure 7) GVPG Medium

Leglonella Analysis Resulls

METHOD
TEST UNIT METHOD DETECTION LIMIT UM Range |RESULTS | GUIDELINES
Legionella Species CFU/L | ISO 11731 2017 1.0 NA <1 <1000 ¥

Remarks: The tested result Is within the aceeptable limit of the specification when the measurement unceartainty with 95% of canfidence
i6 taken into account,
¥ Guldeline for the control of Legionella in water system Rev. 2.6/2010, Public health & safety department, Dubal.

The reparted expanded uncertainty/ uncertalnty range Is based on a standard uncertainty multiplled by a coverage factor k=2, providing a lavel of
confidance of approximately 95%. The uncertainty evalustion has been carried out in sccordance with intemational practice and reported in the
sama unit of resulls.

Test Method Varlation: None

< 1 I3 considered as not detected. , CFU - Colony Forming Unit, ISO-The (nternational Organization for Standardization , APHA-American Public
Health Association , BS-British Standard , WBCBL- Water Bird Chemieal & Blategleal Laboratory , MDL: Meathiod Detection Limit, UM: Uncertainty
Measuremant , NA: Not Applicable

Verifiod By: . Approved By:
Dallya MJ e alle 1‘() Praveen R.Nalr
(Technlcal Manager <A (Laboratary Manager)
Note: Test resulls relate only to the samples fastéh droduced except in full, without written approval of WBCBL.
e —

Lalitha Suresh
Principal
GEMS QOur Own Indian School
P O.Box: 26845

£.0. Box : 26845 *
Dubai - UAE.
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)
/’r

M

. !,
\.\\ )
": \
et ;\\\T‘\L

\\\\nprﬂ?

\_,,/

@ CI Chemical

Water Bird
& Biological Laboratory

aladi el vJ).Jl_‘“,_”l Ll jo G
Emirates Intornatianal Accreditation Cenlre

“fry b
JJrlln\‘ LR-TEST-N48

Prowdmg Quality Testing Services

w W @
L LY 1]
[ X ¥ X N Y

Reporting Date; 07-Mar-2021

LABORATORY ANALYSIS REPORT

I_!_epurt No WBR21-03889 Sample No WBS521-02709

Request No wBQ21-00800 Date Of Analysis From: 02-Mar-2021 To: 05-Mar-2021
CLIENT INFORMATION

Client INFRACARE MAINTAINANCE AND CLEANING SERVICES LLC

Contractor Water Bird Chemical & Biological l.aboratory

Address & Locatlon

P.O Box: 27499, Street 154, Al Qouz Clty: Dubal Country: United Arab Emirstes

Contact Detalls

Attn: Mr.Roashan Khaleel Tel; 043417100 Fax: 043403800 Mobile; 0565019657 Email:
roashan khalesl@infracare.ae

Project GEMS Our Own Indlan School (O18), Dubal

SAMPLE INFORMATION

__Sample Polnt Roof Top Tark Na.04

Sample Description Potable Water Sample By WBCBL Rep.

Sample Source DEWA Sampling Date & Time 02-Mar-2021 15:35 N
Sample Identification 3C No.17244/03 Submitted By WHCBL Rep.

Sampling Procedure APHA 9080 Recelving Date & Time 02-Mar-2021 16:40

Sample Container/Valume

Ongite Treatment/ Presarvation

Sterile Bottle/ 600 ml Trangported In ice Box

Sample Collection Temp.

2r.1°C Sample Recelpt Tomp. 4,6°C

Sampling Apparatus

SEN

Sterile Bottle Tested By

Test Mathod Standard Method for the Examination of Water and Wastaewater, APHAJAWWAWEF, 23rd Edition
Microbiological Analysis Result .

TEST LINIT METHOD MDL | UM Range | RESULTS | GUIDELINES
Heterotrophic Plate Count CFU/mL APHA 9215 D 1.0 34-88 54 < 500%
Escharichia Coli CFUM00 niL APHA 9222B | 1.0 NA <1 Zero @
Totel Coliforms CFUMO0mML | APHA9222B | 1.0 NA <1 Zero ©
Pseudomgnas Aeruginasa CFU/100 mL APHA 9213 E 1.0 ' NA <1 Zero ®

Remarks: All of the tested result are within the acceptable limit of the specification when the measurement uncertainty with 85% of

confidence is taken Into account.

¥ Guideline for the control of Leglonalla in water system Rev. 2.6/2010, Public health & safety department, Dubai,

@ G50 Stendard - 149.2010 for Unbottled Drinking Water.,

The reported expanded uncertainty/ uncertalnty rangse |s based on a standard uncertainty multiplied by a coveraga factor k=2, providing a level of
confidence of approximately 95%, The uncertainty evaluation has been carried out in accordancs with Intarnatlonal practice and reported In the

same unit of results.
Tast Mathod Variation; None

< 1 is considered as not detected. , CFU - Calony Forming Unit, APHA Amarlcan Public Health Assoclation , WBCBL- Water Bird Chemical &

Biologleal Laboratery , MDL: Method Detection Limit , UM

Verifled By:

Daliya MJ
{Technical Manage }“—

&

J\- S, ,pa\«r"“ HaSw T

C-u

P.0. Box ; 26845

Dubai - U.AE. & (P
’/\w ¥ PREMIER SCHOO 5\“\\

TUR owyn (NDVRS w““

*

Lalitha

Rgﬁf)RT—

W

Measurement , NA: Not Applicable

Approved By:

Praveen R.Nair
(Labaratory Managar)

reproduced except in full, without wriften approval of WBCBL.

Suresh

Principal
GEMS Our Own Indian School

~“"‘-—-_'.q.‘____;,...-ll-: .
O P O.Box: 26845
Dubai - UAE
FormNo  WBCBL/RP/14 Aaagdoal g AiglaaSll Judatll elalt jills jiits lssue No & Date  01; 10/12/2018
Page 1 of 1 Water Bird Chemical & Biological Laboratory Revision No & Date  02;14/06/2020

P.Q.Box-

Tal: +971 4 3881201 | Fax : +071 4 3881202
27126, Al Quoz Ind. Area No. 4, Street No. 16 D, Warehouse No. 4, Dubai, UAE
E-mail ; info@waterbirdlab.com | Website ; www.waterbirdlab.com
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Reporting Date: 07-Mar-2021
LABORATORY ANALYSIS REPORT
Rapott No WBR21-03887 Sample No WBS21-02707
Requost No WBG121-00800 Date Of Analysis From: 02-Mar-2021 To: 05-Mar-2021
CLIENT INFORMATION
Cllant INFRACARE MAINTAINANCE AND CLEANING SERVICES LLC
Contractor Water Bird Chamlcal & Blological Laboratary
Address & Location P.O Box: 27499, Street 15A, Al Qouz City: Dubai  Country; Unitad Arab Emirates
Attn: Mr.Roashan Khaleal Tel: 043417100 Fax: D43403800 Mobile: 0566019857 Emmnall:
ContactiDoteils roashan. khaleel@infracare.ae
Project GEMS Qur Own Indian School (O18), Dubai
SAMPLE INFORMATION
Sample Polnt Roof Top Tank No.02
Sample Description Potable Water Sample By WBCBL Rep.
Sample Source DEWA Sampling Date & Time 02-Mar-2021 15:15
Sample Identification SC No.17244/01 Submitted By WHCBL Rap.
Sampling Procedure APHA 9060 Recalving Date & Time 02-Mar-2021 16:40
Sample Contalner/Volume | Sterile Battle/ 500 mi Ongite Treatment/ Preservation Transported In lce Box
Sample Collectlon Temp. [30.0°C Sample Recelpt Temp. 4,1°C
Sampling Apparatuz Sterile Botlla Tested By SEN
Test Method Standard Methoed for the Examinatlon of Water and Wastewater, APHA/AWWA/MWEF, 23rd Edition.
Microbiological Analysis Result
TEST UNIT METHOD MDL | UM Range | RESULTS | GUIDELINES
Heterotrophlc Plate Count CFL/mL APHA 9215 D [ 10 35- 89 56 < G600 ¥
Escherichia Coll CFU/100 mL APHA 9222 B | 1.0 NA <1 Zora ®
Total Coliforms CFU/M00 mL APHA9222B | 1.0 NA <1 Zero @
Pseudomanas Aeruglnosa CFUM00 mL APHAG213E | 1.0 NA = Zaro ©
Remarks: All of the tested result are within the acceptable timlt of the specification when the measurement uncertainty with 95% of
confidence is taken into account.
¥ Guidaiine for the control of Legionells in water system Rev. 2.6/2010, Public health & safety department, Dubai,
® GS0 Standard - 149:2010 for Unbofllag Drinking Watar.
The reportad expanded uncertainty/ uncertainty range |5 based on a standard uncertalnty multiplied by & coverage factar k=2, providing a level of
confidence of approximately 95%. The uncartalnty evaluation has been carried out In accordance with international practice and reported in the
game unit of results.
Test Method Variation; Nane
< 1 |3 considered as not detecled. , CFU - Colony Forming Ugi -American Public Health Assactation , WBCBL- Water Bird Chemical &
Biological Labaratory , MDL: Method Detection Limit | U rement, NA: Nat Applicable
Verified By: Approved By:
Dallya MJ = Praveon R.Nair
(Technlcal Ma nagor] e (Laboratory Manager)
(.~ 8
Nota: Tast resulls relate only to the semples lested. tﬁb‘e repmduced sxcapt In full, without written approval of WBCBL.
\ L..L_-I—'—‘-IJH . \\M
J’d)a\m““’“' P gy,
" poo X(Jﬂ% Laiitha Suresh
Qs Ty oS Principal
iy :%R "'°“°‘;‘m GEMS Our Own Indian School
D o, 83 P O.Box: 26845
Dubai - UAE
Form No WBCBL/RP/14 dun gl gdl § duglaaSll Julalill elall jills jiida lssua No & Date  01; 10/12/2018
Water Bird Chemical & Biological Laboratory Revision No & Date  02;14/08/2020

Page 1 of 1
Tel: +971 4 3881201 | Fax ; +971 4 3881202

P.0.Box- 27126, Al Quoz Ind. Area Nao. 4, Street No, 16 D, Warehouse No. 4, Dubai, UAE
E-mail ; info@waterbirdlab.com | Website ;: www.waterbirdlab.com
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Reporting Date: 07-Mer-2021
LABORATORY ANALYSIS REPORT
Report No WBRZ;-_EEBE‘I Sample No WBS521-02711
Requaest No WEBQ21-00800 Date OF Analysis From: 02-Mar-2021 To: 06-Mar-2021
CLIENT INFORMATION
Client INFRACARE MAINTAINANCE AND CLEANING SERVICES LLC
Contractor Water Bird Chamlcal & Biological Laboratary
Address B Location P.O Box: 27499, Street 15A, Al Qouz  City: Dubal  Country: United Arab Emirates
Contact Details Atin: Mr.Roashan !(haleel Tel: 043417100 Fax; 043403600 Molille; 0565019857 Email:
roashan.khaleel@infracare, ae
Project GEMS Qur Own Indian School (OIS), Dubal
SAMPLE INFORMATION
Sample Point Raof Top Tenk No 06
Sample Description Potable nger Sample By WBCBL Rep.
Sample Source DEWA Sampling Date & Timo 02-Mar-2021 15:55
Sample Identification 5C No.17244/05 Submitted By WBCBL Rep.
Sampling Procedure APHA 9060 Recelving Date & Time 02-Mar-2021 16:40
Sample Contalner/Volume | Starile__eotllel §00 mi B Onsite Treatment! Preservation Transponad_ in lce Box
Sample Collection Temp, [27.2°C Sample Recalpt Temp. 47°C
Sampling Apparatus Sterlla Bottla Tested By ANS
Test Method Standard Method for the Examination of Water and Wastawater, APHA/JAWWA/WEF, 23rd Edition.
Microblologlcal Analysls Result
TEST UNIT METHOD MDL | UM Range | RESULTS | GUIDELINES
Heterotrophic Plate Count CFU/mL APHA8215D | 1.0 16 - 41 26 < 500 ¥
Escherichia Coli CFUN0a mL APHA9222B | 1.0 NA <1 Zara ®
Total Collforms CFU/M00 ml APHA 82228 | 1.0 NA <1 Zero @
Pseudomaonas Aeruginosa CFU/M00 mL APHA 9213 E 1.0 NA <1 Zero @
Remarks: All of the tested result are within the acceptable limit of the specification when the measurement ungertainty with 95% of
confidence i taken into account.
¥ Guidlaling for the control of Leglonelia in waler systam Rev. 2,.6/2010, Public health & safety departmant, Dubsi.
@ G5O Standard — 149:2010 for Unboliled Drinking Water,
Tha reported expandead uncertainty/ uncertainty range is based on a standard uncertainty mulliplied by & coverage factor k=2, providing a lavel of
confidence of approximately 95%. The uncertainty evaluation has been carried out in accordance with Interatlonal practice and reported in the
samae unit of resulte,
Test Method Variation: None
< 1 Is considered as not detected. , CFU - Colony Forming Unit , APHA-American Public Haalth Assoclation , WBCBL- Water Bird Chemical &
Biological Laboratory , MDL: Method Deleciig? Limit , UM. Measuroment , NA: Not Applicable
Verifled By: Approvad By: 3
Daliya MJ : Praveen R.Nair
{Technlcal Manager] ]! (Labaratory Manager)
g
(--r"
Naote: Test resuits refate anly to the samples teXed 4] produced except in full, without written approval of WBCBL.
/;Aj‘.ﬁ S \ Y
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Dubai- UAE
Form No WBCBL/RP/14 dangdgaadl g dgglaaslt uloil) elall jills juiha Issue No & Data  01; 1012/2018
r Bird Chemical & Biological Laborator Revision No & Date  02;14/08/2020
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Reporting Date: 07-Mar-2021

LABORATORY ANALYSIS REPORT

Raport No WBR21-03888 Sample No WBS21-02708

Request No WBQ21-00800 Date Of Analysls From: 02-Mar-2021 To: 05-Mar-2021
CLIENT INFORMATION

Client INFRACARE MAINTAINANCE AND CLEANING SERVICES LLC R

Contractor Water Bird Chemical & Biological Labaratory

Address & Location | IEB;( _27499 Street 15A, Al Qouz Clty: Dubal Country: United Arab Emirates

Contact Datails :;t;r;hh:;f:ﬁ;sergé I;r;;lz::e;zl. 043417100 Fex: 043403800 Mobile: 0565019657 Email;

Project GEMS Our Own indlan Scheol (OIS), Dubai =4

SAMPLE INFORMATION

Sample FTc-:i_nht Roof Top Tank No,03

Sample Description Potable Water Sample By WBCBL Rep.

Bample Sourte DEWA - Sampling Date & Time 02-Mer-2021 16:26

Sample ldentiflcation SC No.17244/02 Submitted By WBCBL Rep.

Sampling Proéedure APHA 5060 Receiving Data & Time 02-Mar-2021 16:40

Sample Contalner/Voluma | Sterile Bottle/ 500 mi Onsite Treatment/ Praservation Transported in Ice Box

Sample Collection Temﬁ. 28.0C Sample Rocolpt Temp. 4,2°C

Sampling Apparatus Starile Bottle Tested By SEN

Test Method Standard Method for the Examination of Water and Wastewater, APHAJAWWA/WEF, 23rd Edition.
Microblologlcal Analysis Rasult -

TEST LUNIT METHOD MDL| UM Range | RESULTS | GUIDELINES

Heterotrophic Plate Count CFU/mL. APHA 92160 | 1.0 30-76 48 < 500 ¥
Escherichia Coli CFUMO0 mL APHA 9222B | 1.0 NA <1 Zera @
Total Collforms CFUMOOmL | APHAS222B | 1.0 NA < | Zew®
Pseudamonas Aeruginosa CFU/100 mL APHA9213E | 1.0 NA <1 Zero ©

Remarks: All of the tested result are within the aceaptable limit of the spacification when the measurement uncertainty with 95% of
confldence it taken into aceount.

¥ Guideling lor tha control of Lagionella in water system Rev. 2.6/2010, Public health & safaty department, Dubal.

@ G50 Standard = 149:2010 for Unbattiad Drinking Water.

The reportad expandad uncerainty/ uncertainly range is based on 8 standard uncertainty muliplied by a coverage factor k=2, providing a level of
confidence of approximately 95%. The uncertainty evaluation hes been cariad out In accardarice with International practice and reported in the
same unlt of results.

Test Method Variation; None

< 118 considered as not detected, , CFU - Colony Forming Unit , APHA-Amerlcan Public Health Assoclation , WBCBL- Watar Blrd Chemical &
Biologica! Laboratory , MDL: Method Detection Limit , UM: Aniaasurement , NA: Not Applicable

Vorified By:
Daliya MJ

(Technleal Man/g/?

Approved By:

Praveen R.Nalr
(Laboratory Manager)

hereproduced except in full, without written approval of WBCBL.
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Lalitha Suresh
Principal
GEMS Our Own Indian School
P O.Box: 26845
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Jubai - UALE.
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Tel; +971 4 3881201 | Fax ; +971 4 3881202
P.0O.Box- 27126, Al Quoz Ind. Area No. 4, Street No. 16 D, Warehouse No. 4, Dubal, UAE
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AN Emirates International Accreditatlon Centre U l eS ln er Ces 5
Tl LB-T[‘:ST—“BH rovi Ing a y g Vi ' ‘ [}
Reporting Date; 07-Mar-2021
LABORATORY ANALYSIS REPORT
Report No WBR21-03890 Sample No WBS21-02710 i
Request No WBG21-00800 Dato Of Analysis From: 02-Mar-2021 To: 05-Mar-2021
GLIENT INFORMATION
Client INFRACARE MAINTAINANCE AND CLEANING SERVICES LLC
Contractor Water Bird Chemical & Biological Laboratory B -
Address & Location PO Box: 27499, Street 15A, Al Qouz City: Dubai  Country; United Arab Emiratas
Altn: Mr.Roashan Khalael Tel: 043417400 Fax: 043403800 Mobile: 0565019657 Emall:
fcontact Detalls rosshan khaleel@infracare.ae
Project ) GEMS Our Own Indian Schaol (OI1S), Dubal
SAMPLE INFORMATION
Sample Polnt Roof Top Tank No.05
Sample Description Potable Water Sample By WBCBL Rep.
Sample Source DEWA Sampling Date & Time 02-Mar-2021 15:45
Sample Identification 8C No.1_7244/04 Submltted By WBCBL Rep.
Sampling Procedure AFPHA 90860 Rec¢eiving Date & Time 02-Mar-2021 16:40
Sample Contalner/Volume | Sterile Bottla/ 500 mi Onslte Troatment/ Pmsoivﬂm Transported in Ice Box
Sample Collection Temp. |26.8°C Sample Receipt Temp. 4.2°C
Sampling Apparatus Sterile Bottle Tasted By SEN
Test Mathod Standard Method for the Examination of Water sand Wastewater, APHA/AWWAMEF, 23rd Edition,
Microbiological Analysis Result
TEST UNIT METHOD MDL| UM Range | RESULTS | GUIDELINES |
Heterotrophic Plate Count CFU/mL APHA 9215 D 1.0 | 40-100 63 < 500 %
Escherichla Coll CFUM00 mL APHA 92228 | 1.0 NA <1 Zoro ©
Total Coliforms CFU/M00 mL APHA 9222 B | 1.0 NA <1 Zero ®
Peaudomonas Aeruginosa CFUM00 mL APHA 9213 E 1.0 NA <f Zero ®
Remarks: All of the tasted result are within the acceptable limit of the specification when the measurement uncertainty with 95% of
confidencea s taken Into account.
¥ Guldeline for the control of Lagionalla in water system Rav. 2.6/2010, Public health & safaly department, Dubai
© G830 Standard - 149:2010 for Unbolled Drinking Water.
The reported expandaed uncertainty/ uncartainty range is based on a standard uncertainty multiplled by a coverage factar k=2, providing a level of
confidence of approximately 95%. The uncertalnty evaluatlon has been carried out in accordance with intemational practice and reported in the
same unit of results,
Test Methad Variation: None
< 1 is cansldered a8 not detected, , CFU - Colony Forming Unit , APHA-American Public Health Association , WBGBL- Water Bird Chemical &
Biologleal Laboratery , MDL: Method Detection Limit , UM; 7 urement , NA; Not Applicable
]
~
Verifled By: ‘ Approved By:
Dallya MJ e Praveen R.Nair
{Technical Manl@gt( {Laboratory Manager)
(.~
Nota: Test results relate only to the samples testad. Syfoduced axcept in full, without written approval of WBCBL.
S s
D/\( ‘.‘ 5 J\-J,,,.:.u.)-“l Pl M::}“
A4
. Box : 26845 .
» Fovoni UAE. Lalitha Suresh
G, & o, W0 7 Principal
N, p"EMlER SCHOO’-S\“ ‘u\:\ . S h o|
U Mgy DB 50 GEMS Our Own Indian Scho
hrarioy N P O.Box: 26845
Dubai - UA.E
Farm No WBCBLURP/4 dan gl guadt 5 daglassSit Judait) elall jills s Iseua No & Date  01; 10/12/2018
Water Bird Chemical & Biological Laboratory Ravision No & Date  02;14/06/2020

Tel: +971 4 3881201 | Fax : +971 4 36881202

P.O.Box- 27126, Al Quoz Ind. Area No. 4, Streel No. 16 D, Warehouse Na. 4, Dubal, UAE

E-mail ; info@waterbirdlab.com | Website | www.waterbirdlab.com



e CLCLC| ¢

1emical & Biological Laboratory

Water Bird

&

[l

=z
Vﬁ slodedl yollallcllaflj 4y s T ———e—
.«,4’!““‘“\\\\ Emirates lmmn.\u'lnnn.l/‘\::r,-ny-lm?(lnu Coniro PI'OVIdIng Qua“ty Testlng Sewlces
LB-TEST-088
Reporting Date: 07-Mar-2021
LABORATORY ANALYSIS REPORT
Report No WBR21-03892 h Sample No WBS21-02712
Requast No WBQ21-00800 Date Of Analysis From: 02-Mar-2021 To: 05-Mar-2021
CLIENT INFORMATION
Cliant INFRACARE MAINTAINANCE AND CLEANING SERVICES LLC
Contractor Water Bird Chemlcal & Biological Laboratory

Address & Locatlon

P.O Box: 27499, Street 15A, Al Qouz City: Dubai  Country: United Arab Emirates

Contact Details

raashan.khaleel@infracare.ae

Aftn: Mr.Roashan Khaleal Tal: 043417100 Fax: 043403800 Mobile: 0565019657 Email:

ﬁ'roject

GEMS Qur Qwn Indian Schoal (OIS), Dubai

SAMPLE INFORMATION

Sample Polnt DEWA Main Tank No,01

Sample Dascription Potable Water Sampls By WBCBL Rep.

Sample Source DEWA Sampling Date & Timo 02-Mar.2021 16:20
Sample |dentification SC No.17244/08 Submitted By WBCBL Rep.
Sampling Procodure APHA 9060 Receiving Date & Time 02-Mar-2021 16:40
Sample Container/Volume | Sterlle Bottles 500 ml Onsite Treatment! Preservation Transparted in lce Box
Sample Collection Temp. |[33.0°¢ Sample Receipt Temp, 4.2°C

Sampling Apparatus Sterlle Bollla Tested By T ANS

Test Method

Standard Method for the Examination of Water and Wastewater, APHA/AWWAMWEF, 23rd Edition.

Microblological Analysls Result

TEST UNIT METHOD __|MDL] UM Renge | RESULTS | GUIDELINGS
Heteratraphic Flate Count CFUIML APHA9215D | 1.0 | 30-74 47 <500 %
Escherichia Coll ) CFUM0OmML | APHAS222B | 1.0 NA <1 Zero ©
Total Culiforms CGFUM00 mL APHA 9222 B 1.0 NA <1 Zero ®
Pseudomonas Aeruginsa | crUMoomL | APHAS213E | 10 NA < Zeo® |

Remarks: All of the testad

¥ Guideline for the cantrol of Legionella in waler system Rev. 2.6/2010, Py

rasult are within the acceptabla limit of the speclficatlon when the measuremant unceartalnty with 95% of
confidence is taken inte account.

® GS0 Standard ~ 149:2010 for Unboltlad Drinking Water.

The reported expanded uncertalnt

confidance of epproximately
same unit of results,
Test Mathod Varistion: None

=1 Is cansldared as not datected, , GFU Colony Forming

Biological Laboratory , MDL:

Verifled By:
Daliya MJ
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WBCBL/RP/14

Lalitha Suresh

Principal

P O.Box: 26845
Dubai - UAE

Approved By:

Praveen R,Nair
(Laboratory Manager)

GEMS Our Own Indian School

an plyaatl g duplasSil Judatll elall Jilla ,iaa

Water Bird Chemical & Biological Laboratory

Tel: +971 4 3881201 | Fax : +971 4 3881202
P.O.Box- 27128, Al Quoz Ind. Area No. 4, Street No, 16 D, Warehouse No, 4, Dubai, UAE
E-mail : info@waterbirdlab.com | Website : www.waterbirdlab.com

blic health & safety department, Dubai,

y/ uncertainty range is based on a standard uncertainty multiplied by a coverage factor k
The uncertainty evaluatlon has bean carrlad out in accordanca with intermational practi

lzssue No & Dala
Ravislon No & Date

=2, providing a level of
ce and reported in the

HA-Amerlcan Public Heallh Association , WBCBL- Water Bird Chemical &
asurement , NA: Not Applicabla

01, 1012/2018
02;14/05/2020



)
f’f

x‘\i'“‘

ag@

\,\\niuﬂ?

)

A

o
L com C Water Bird
Chemlcal & Biological Laboratory &
ala i edil Lu_llulLaI R —————_ e ———— .t
r,.r}ml]“‘“\ Ernirates InErI;nu;l;;I;Llunuﬂg;; un lellu PrOVIdlng Quahty Tesung Serv|ces ’ .
. Reporting Date: 07-Mar-2021
LABORATORY ANALYSIS REPORT
Report No WEBR21-03893 Sample No WB521.02713
Request No WBQ21-00800 Date Of Analysls From: 02-Mar-2021 To: 05-Mar-2021
CLIENT INFORMATION
Client INFRACARE MAINTAINANCE AND CLEANING SERVICES LLC
Contractor Water Bird Chemlcal & Biological Laboratory
Address 8 Locatlon P.O Box: 27499, Strest 15A, Al Qouz Cily: Dubsi  Country: United Arab Ernirates
. Attn: Mr.Roashan Khaleal Tel: 043417100 Fax: 043403800 Mobile: 0565019657 Email;
Gontact Details roashan.khalecl@infracare.ae
Project GEMS Qur Own Indian School (O15), Dubai
SAMPLE INFORMATION
Sample Polint 2nd Floor Staff Washroom Wash Basin Tap_
Sample Description Potable Water Sample By WBCBL Rep,
Sample Source DEWA Sampling Date & Time 02-Mar-2021 16:30
Sample Identification 5C No.17244/07 | Submitted By WBCBL Rep.
Sampling Procedure APHA 9060 Receiving Date & Time 02-Mar-2021 16:40
Sample Container/Volume | Sterile Bottle/ 500 ml Onsite Treatment/ Praservation Transported in lce Box
Sample Collectlon Temp. |28.0°C Sample Receipt Temp. 4.7°C
Sampling Apparatus Sterile Bottle Tosted By ANS
Test Mathod Standard Method for the Examination of Water and Wastewater, APHA/AWWAMEF, 23rd Edition.
Microbiological Analysis Resuit
TEST UNIT METHOD MDL | UM Range | RESULTS | GUIDELINES
Hetsrotraphic Plate Count CFU/mL APHA9215D | 1.0 | 47-117 74 < 500 ¥
Escherichia Cali CFU/100 mL APMA 9222 B 1.0 NA =1 Zara @
Total Coliforms CFU/M00 mL APHA9222B | 10 NA <1 Zero @
Pseudomonas Astuglnosa CFUMQ0 mL, APHA9213E | 1.0 NA <1 Zerg ©
Remarks: All of the tasted result are within the acceptable limit of the spacification when the measurement uncertainty with 95% of
confidence Is taken Into accaunt.
¥ Guideline for the control of Leglonella in water syslem Rav. 2.6/2010, Public health & safaty depariment, Dubsi.
© GSO Standard ~ 149:2010 for Unbottled Drinking Water.
The reported expanded Uncertainty/ uncartainty range Is basad on a standard uncertainty multiplied by a coverage factor k=2, providing a level of
confidence of approximalely 95%. The uncentainty evaluation has baen carried out in accordance with internationgl practice and reported in the
same unit of results,
Tast Mathad Variation: None
< 1 Is considered as not detected, , CFU - Calony Forming Unit, APHA-American Public Health Association , WBGBL- Water Bird Chemiical &
Biclagical Labaratory , MDL: Melhod Detectiwil L. asuramant , NA! Not Applicabla
e i
Verlflad By: Approved By: -
Dallya MJ : Pravesn R.Nair
(Technical Manag@’ /\\, (Laboratory Manag
Note: Test results ratate only to the samplas test aproduced excapt In full, withou! writtan approval of WBCBL
/;’)/wJM \.\fv
TR \ ¥
P.C. Box : 26845 *
Dubai - UAE. .
@, % o RO Lalitha Suresh
4, PREMY g o \\ o
0 4Er SO0 Principal
Segs UR own iND\P‘“ 30““ - |
NBEHLIaTIoN NO GEMS Our Own Indian Schoo
P O.Box: 26845
Dubai - UAE
Farm No WBCBL/RP/14 Qg gd gaad! g daglaait Juladd) elall jills wisa Issua No & Data 01, 10/12/2018
Water Bird Chemical & Biological Laboratory Revision No & Date  02;14/06/2020
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P.O.Box- 27126, Al Quoz Ind. Area No. 4, Street No. 16 D, Warehouse No. 4, Dubai, UAE
E-mall : info@waterbirdlab.com | Website : www.waterbirdlab.com



